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Symbol Label Image QTY Manufacturer Catalog Description
Number

Lamps

Lamp

Output
LLF

Input

Power
Polar Plot

SA5

2 Lithonia Lighting .217278 - .227020 RSX Area Fixture Size 2 P6 Lumen Package

4000K CCT Type R5 Distribution. FAO Set

to 4. 30ft SSS Pole.

1 31073 0.95 246.63

SA4

1 Lithonia Lighting .214911 - .227020 RSX Area Fixture Size 2 P6 Lumen Package

4000K CCT Type R4 Distribution. FAO Set

to 4. 30ft SSS Pole.

1 30662 0.95 246.63

SA3

2 Lithonia Lighting .210510 - .227020 RSX Area Fixture Size 2 P6 Lumen Package

4000K CCT Type R3 Distribution. FAO Set

to 4. 30ft SSS Pole.

1 30266 0.95 246.63

WP1

5 Aleo Lighting Inc. .294301 WPL-40UX/CT G4 (4000K) 1 6000 0.95 41.29

Statistics

Description Symbol Avg Max Min Max/Min Avg/Min

Property_Line 0.4 fc 0.9 fc 0.0 fc N/A N/A

Lot 1.3 fc 3.9 fc 0.5 fc 7.8:1 2.6:1

Note

1. For budget purposes only.
2. Direct calculation only.
3. Calculations taken at ground.
4. Levels not guaranteed. Estimation
based on info provided.
5. Confirm all voltages, finishes and
mounting prior to order.


